
1. Connect the T&H sensor(In Port) to SNMP Card(COMM Port) 

SNMP card (COMM port RJ9-4P4C ) spec. 

 
T&H sensor IN port spec. 

 

ensure the indicator light of T&H sensor is green 

 
2. Log in to SNMP management website 

IP adress:192.168.60.100(default) 

Account:admin 

Password:123456 

3. Add T&H sensor on Sys Set- Device(Parameters are as follows) 

Fill in parameters→Confirm→Apply 

 

 



 
Ensure the Modbus Address is the same as the T&H sensor address 

4. View T&H sensor data and Set on Device-”Device name” 

 

 

binary address 
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